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Main steam flow 6.9 Mlb/h at 2400 psi 
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INTERMOUNTAIN HI' RETROFIT 
CORRECTION TO HI' TURBINE EFFICIENCY FOR OPERATION AT REDUCED 

THROTTLE STEAM PRESSURE (HI' VALVES WIDE OPEN) 
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Design Point: 
6.9 mlbfh throttle 

2414,1 p.l. 

TS 29204 
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Figure 12B 
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292.5 MW 


